BREAKER W/BASE

1KM4

SS1
SOFT STARTER

460 VOLT

(1MS)
SYMCOM 777

RELAYS

TR-1

FU4

CONTROL TERMINALS

MCB-1

RELAY SCHEDULE

A - 1TDRCR
B - 1CR-BC
C - 1RLFT
D - 1TDFLT
E - 1TDFAN

NOTE: FUSES FU1, FU2 AND FU3 ARE LOCATED ON TRANSFORMER TR-1.

SAN BERNARDINO MUNICIPAL WATER DEPARTMENT

INTERNAL COMPONENTS LAYOUT

WARREN HUANG, P.E. RCE 49208